










































































ISBE	ID Building	ID Building	
Description Sample	Date Sample	Time	

(12	HR	Clock) Collected	By Sample	ID	Number Sample	Location	
Description Fixture	Type															Date	of	Last	

Use
Time	of	Last	Use	(12	

HR	Clock) Sample	Type						Sample	Volume	
(mL) Laboratory	Name Analytical	

Method
Concentration		

(ug/L)
Reporting	
Limit	(ug/L) Notes

19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:28	AM GT MOES-S-01 Classroom	111 S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 1.30 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:29	AM GT MOES-S-02 Classroom	111 S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 0.33 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:30	AM GT MOES-S-03 Classroom	110 S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.75 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:31	AM GT MOES-S-04 Classroom	110 S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 0.16 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:32	AM GT MOES-S-05 Conference	Room S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.57 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:33	AM GT MOES-S-06 Conference	Room S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 ND 0.10 None	Detected
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:34	AM GT MOES-S-07 Nurse's	Office S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.48 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:35	AM GT MOES-S-08 Nurse's	Office S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 ND 0.10 None	Detected
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:36	AM GT MOES-S-09 Classroom	107 S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.75 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:37	AM GT MOES-S-10 Classroom	107 S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 0.11 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:38	AM GT MOES-S-11 Classroom	106 S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.54 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:39	AM GT MOES-S-12 Classroom	106 S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 0.17 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:40	AM GT MOES-S-13 Classroom	108 S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.45 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:41	AM GT MOES-S-14 Classroom	108 S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 0.11 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:42	AM GT MOES-S-15 Classroom	109 S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 1.00 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:43	AM GT MOES-S-16 Classroom	109 S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 0.24 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:44	AM GT MOES-BF-17 By	Center	Stairway O	-	Other 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.12 0.10 Bottle	Filler
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:45	AM GT MOES-WC-18 By	Center	StairwayWF	-	Water	Cooler 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 ND 0.10 None	Detected
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:46	AM GT MOES-BF-19 By	Center	Stairway O	-	Other 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 ND 0.10 Bottle	Filler	(None	Detected)
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:47	AM GT MOES-S-20 Classroom	116 S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 1.10 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:48	AM GT MOES-S-21 Classroom	116 S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 0.26 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:49	AM GT MOES-S-22 Classroom	117 S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 2.20 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:50	AM GT MOES-S-23 Classroom	117 S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 0.31 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:51	AM GT MOES-S-24 Classroom	123	(Art) S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.41 0.10 Left	Sink
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:52	AM GT MOES-S-25 Classroom	123	(Art) S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 ND 0.10 Left	Sink	(None	Detected)
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:53	AM GT MOES-S-26 Classroom	123	(Art) S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.35 0.10 Center	Sink
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:54	AM GT MOES-S-27 Classroom	123	(Art) S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 ND 0.10 Center	Sink	(None	Detected)
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:55	AM GT MOES-S-28 Classroom	123	(Art) S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.11 0.10 Right	Sink
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:56	AM GT MOES-S-29 Classroom	123	(Art) S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 ND 0.10 Right	Sink	(None	Detected)
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:57	AM GT MOES-BF-30 At	Restrooms	by	Gym O	-	Other 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 ND 0.10 Left	Bottle	Filler	(None	Detected)
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:58	AM GT MOES-WC-31 At	Restrooms	by	GymWF	-	Water	Cooler 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 ND 0.10 Left	Water	Cooler	(None	Detctd)
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 7:59	AM GT MOES-BF-32 At	Restrooms	by	Gym O	-	Other 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 ND 0.10 Left	Bottle	Filler	(None	Detected)
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:00	AM GT MOES-WC-33 At	Restrooms	by	GymWF	-	Water	Cooler 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 ND 0.10 Right	Water	Cooler	(None	Dectd)
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:01	AM GT MOES-WC-34 At	Restrooms	by	GymWF	-	Water	Cooler 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 ND 0.10 Right	Water	Cooler	(None	Dectd)
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:02	AM GT MOES-S-35 Gym	Kitchen KS	-	Kitchen	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.24 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:03	AM GT MOES-S-36 Gym	Kitchen KS	-	Kitchen	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 ND 0.10 None	Detected
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:04	AM GT MOES-S-37 Classroom	125 S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.26 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:05	AM GT MOES-S-38 Classroom	125 S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 ND 0.10 None	Detected
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:06	AM GT MOES-S-39 Classroom	126 S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.20 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:07	AM GT MOES-S-40 Classroom	126 S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 ND 0.10 None	Detected
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:08	AM GT MOES-S-41 Classroom	127 S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 2.10 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:09	AM GT MOES-S-42 Classroom	127 S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 0.21 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:10	AM GT MOES-S-43 Classroom	128 S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.39 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:11	AM GT MOES-S-44 Classroom	128 S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 0.15 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:12	AM GT MOES-WC-45 At	Restrooms	by	119WF	-	Water	Cooler 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.11 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:13	AM GT MOES-WC-46 At	Restrooms	by	119WF	-	Water	Cooler 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 0.16 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:14	AM GT MOES-S-47 Classroom	119 S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 3.10 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:15	AM GT MOES-S-48 Classroom	119 S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 0.31 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:16	AM GT MOES-S-49 Classroom	118 S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 2.30 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:17	AM GT MOES-S-50 Classroom	118 S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 0.28 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:18	AM GT MOES-S-51 Basement	Work	Room S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 15.10 0.10 Left	Sink
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:19	AM GT MOES-S-52 Basement	Work	Room S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 1.70 0.10 Left	Sink
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:20	AM GT MOES-S-53 Basement	Work	Room S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 4.20 0.10 Right	Sink
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:21	AM GT MOES-S-54 Basement	Work	Room S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 0.64 0.10 Right	Sink
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:22	AM GT MOES-S-55 Staff	Lounge S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.17 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:23	AM GT MOES-S-56 Staff	Lounge S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 ND 0.10 None	Detected
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:24	AM GT MOES-S-57 Classroom	205 S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.36 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:25	AM GT MOES-S-58 Classroom	205 S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 0.12 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:26	AM GT MOES-S-59 Classroom	204 S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.48 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:27	AM GT MOES-S-60 Classroom	204 S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 0.12 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:28	AM GT MOES-S-61 Classroom	206 S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.38 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:29	AM GT MOES-S-62 Classroom	206 S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 0.12 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:30	AM GT MOES-S-63 Classroom	207 S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.23 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:31	AM GT MOES-S-64 Classroom	207 S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 ND 0.10 None	Detected
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:32	AM GT MOES-BF-65 Hall	by	Room	208 O	-	Other 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 ND 0.10 Bottle	Filler	(None	Detected)
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:33	AM GT MOES-WC-66 Hall	by	Room	208WF	-	Water	Cooler 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 ND 0.10 None	Detected
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:34	AM GT MOES-BF-67 Hall	by	Room	208 O	-	Other 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 ND 0.10 Bottle	Filler	(None	Detected)
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:35	AM GT MOES-S-68 Classroom	208 S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.27 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:36	AM GT MOES-S-69 Classroom	208 S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 ND 0.10 None	Detected
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:37	AM GT MOES-S-70 Room	202 S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.30 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:38	AM GT MOES-S-71 Room	202 S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 0.10 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:39	AM GT MOES-S-72 Room	201 S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.54 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:40	AM GT MOES-S-73 Room	201 S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 0.13 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:41	AM GT MOES-S-74 Classroom	200 S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.25 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:42	AM GT MOES-S-75 Classroom	200 S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 ND 0.10 None	Detected
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:43	AM GT MOES-S-76 Classroom	210 S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.40 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:44	AM GT MOES-S-77 Classroom	210 S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 ND 0.10 None	Detected
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:45	AM GT MOES-S-78 Classroom	209 S	-	Sink 7/25/17 5:10	PM First	Draw 250 Pace	Analytical EPA	200.8 0.21 0.10
19-022-1810-2004 0001 Monroe	Elem. 7/26/17 8:46	AM GT MOES-S-79 Classroom	209 S	-	Sink 7/25/17 5:10	PM Flush 250 Pace	Analytical EPA	200.8 ND 0.10 None	Detected


