
------------------------
   Professional
   Radon Monitor

Start Date : 5/21/2012
Start Time : 9:40:00 AM
End Date   : 5/23/2012
End Time   : 11:15:00 AM
Serial #   : CRM 5760
Location   : HMS Room 126A Music Practice

Signature:

Data in pCi/l
Time Interval 1 Hr

  T  0.0     1.0     0.0
  T  0.0     0.0     0.0
     0.7     0.3     0.3
     0.7     1.4     0.0

     0.0     1.8     1.4
     0.7     1.0     1.0
     1.8     2.5     1.0
     1.0     0.3  T  0.0

  T  0.0     0.3     0.3
     1.0  T  1.0  T  0.0
  T  0.0     0.3     0.0
     0.3     1.0     0.0

     0.3     0.3     1.0
     1.4     1.0     0.7
     0.3     1.0     1.0
     0.7     0.3     0.3

     0.7

Overall Avg.= 0.6
EPA Protocol Avg.= 0.6
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